
2023-2024 DG Deliverability Study Results - SCE Area February, 2024
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Substation Name

Transmission 

Level kV EO FC EO FC

Barre 230 20 0 0 0 0 20 20

Inyokern 115 2.08 0 0 South of Kramer Area Constraint fully allocated

Roadway 115 3 0 0 South of Kramer Area Constraint fully allocated

Victor 230 2 0 0 Victor to Lugo Area Constraint fully allocated

Antelope 230 3 0 0 Victor to Lugo Area Constraint fully allocated

Rector 230 3 3 0 0 0 3 3

Valley 500 1.25 0 0 Desert Area Constraint fully allocated

Etiwanda 230 0.59 0 0 Desert Area Constraint fully allocated

Orangecrest 12 10 0 0 Desert Area Constraint fully allocated

Laguna Bell 230 10 3.67 0 0 0 10 0 10 10

Lewis 230 18 0 0 0 0 18 18

Rio Hondo 230 5.20 1.2 0 0 0 5.2 5.2

Mira Loma W 230 1.26 0 0 Desert Area Constraint fully allocated
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