
Advisory Estimates of Future 
Resource Adequacy Import 
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Total

Step 0 OTC - Assumed constant at 2024 level 59 809 851 554 187 628 608 186 137 60 800 1349 600 355 111 2726 2598 1619 797 336 1622 3628 220 1257 17 39 2600 2400 329 1594 90 2983 31 1314 3846 6687 384 1181 591 306 164 15 25 183 72 46948
Maximum Import Capability (constant historical net schedules) 0 481 66 0 6 90 180 40 16 60 0 357 540 162 0 0 732 1252 516 223 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 420 796 306 384 22 102 306 164 15 0 0 0 16452
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 481 0 0 0 13 43 38 0 0 0 357 221 50 0 0 0 815 0 55 0 696 90 0 0 0 199 133 0 20 0 300 0 405 693 0 0 0 0 306 164 15 0 0 0 5095
Remaining Import Capability after Step 4 0 0 66 0 6 77 137 2 16 60 0 0 319 112 0 0 16 0 357 0 1622 1572 73 0 13 13 313 0 0 20 0 1457 20 0 72 0 0 0 0 0 0 0 0 0 0 6343
Maximum Import Capability (constant historical net schedules) 0 481 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16256
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 481 0 0 0 13 43 38 0 0 0 278 221 50 0 0 0 803 0 0 0 696 90 0 0 0 199 133 0 20 0 300 0 355 363 0 0 0 0 306 164 15 0 0 0 4569
Remaining Import Capability after Step 4 0 0 66 0 6 77 137 2 16 60 0 0 319 112 0 0 16 0 357 0 1622 1572 73 0 13 13 313 0 0 20 0 1457 20 0 402 0 0 0 0 0 0 0 0 0 0 6673
Maximum Import Capability (constant historical net schedules) 0 481 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16256
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 481 0 0 0 13 13 38 0 0 0 278 221 50 0 0 0 803 0 0 0 696 90 0 0 0 199 133 0 20 0 300 0 355 363 0 0 0 0 306 164 15 0 0 0 4539
Remaining Import Capability after Step 4 0 0 66 0 6 77 167 2 16 60 0 0 319 112 0 0 16 0 357 0 1622 1572 73 0 13 13 313 0 0 20 0 1457 20 0 402 0 0 0 0 0 0 0 0 0 0 6703
Maximum Import Capability (constant historical net schedules) 0 481 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16256
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 481 0 0 0 13 13 38 0 0 0 278 187 50 0 0 0 803 0 0 0 696 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 4459
Remaining Import Capability after Step 4 0 0 66 0 6 77 167 2 16 60 0 0 353 112 0 0 16 0 357 0 1622 1572 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 0 0 0 0 0 0 0 0 0 6783
Maximum Import Capability (constant historical net schedules) 0 480 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16255
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 0 0 0 0 13 13 38 0 0 0 278 176 50 0 0 0 803 0 0 0 61 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 3332
Remaining Import Capability after Step 4 0 480 66 0 6 77 167 2 16 60 0 0 364 112 0 0 16 0 357 0 1622 2207 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 0 0 0 0 0 0 0 0 0 7909
Maximum Import Capability (constant historical net schedules) 0 480 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16255
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 0 0 0 0 13 13 38 0 0 0 278 176 50 0 0 0 803 0 0 0 61 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 3332
Remaining Import Capability after Step 4 0 480 66 0 6 77 167 2 16 60 0 0 364 112 0 0 16 0 357 0 1622 2207 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 0 0 0 0 0 0 0 0 0 7909
Maximum Import Capability (constant historical net schedules) 0 480 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16255
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 0 0 0 0 13 13 38 0 0 0 278 176 50 0 0 0 803 0 0 0 61 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 3332
Remaining Import Capability after Step 4 0 480 66 0 6 77 167 2 16 60 0 0 364 112 0 0 16 0 357 0 1622 2207 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 0 0 0 0 0 0 0 0 0 7909
Maximum Import Capability (constant historical net schedules) 0 480 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 168 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16255
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 168 0 731 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 5015
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 0 0 0 0 13 13 5 0 0 0 278 176 50 0 0 0 803 0 0 0 61 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 3299
Remaining Import Capability after Step 4 0 480 66 0 6 77 167 35 16 60 0 0 364 112 0 0 16 0 357 0 1622 2207 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 0 0 0 0 0 0 0 0 0 7942
Maximum Import Capability (constant historical net schedules) 0 480 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 0 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 370 796 306 384 22 102 306 164 15 0 0 0 16087
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 0 0 368 0 48 0 0 368 0 328 0 0 1200 0 15 31 306 384 22 102 0 0 0 0 0 0 4484
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 0 0 0 0 13 13 5 0 0 0 278 176 50 0 0 0 803 0 0 0 61 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 3299
Remaining Import Capability after Step 4 0 480 66 0 6 77 167 35 16 60 0 0 364 112 0 0 16 0 357 0 1622 2570 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 0 0 0 0 0 0 0 0 0 8305
Maximum Import Capability (constant historical net schedules) 0 480 66 0 6 90 180 40 16 60 0 278 540 162 0 0 732 1240 516 0 1622 2999 163 48 13 13 880 133 328 40 0 2957 20 355 796 306 230 22 102 306 164 15 0 0 0 15918
Total ETCs &TORs for outside the control area loads 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 716 437 159 0 0 368 0 48 0 0 368 0 328 0 0 1200 0 0 31 306 0 22 102 0 0 0 0 0 0 4085
Total ETCs, TORs, Pre-RA IC & New Use IC (load within ISO) 0 0 0 0 0 13 13 5 0 0 0 278 176 50 0 0 0 803 0 0 0 61 90 0 0 0 199 133 0 20 0 300 0 355 317 0 0 0 0 306 164 15 0 0 0 3299
Remaining Import Capability after Step 4 0 480 66 0 6 77 167 35 16 60 0 0 364 112 0 0 16 0 357 0 1622 2570 73 0 13 13 313 0 0 20 0 1457 20 0 448 0 230 0 0 0 0 0 0 0 0 8535

Note 1 : This table assumes that the historical net schedules are the same (constant), when in fact they vary from year to year. PLEASE USE CAUTION!
Note 2 : When ETC expire, the ISO has assumed that first "used ETC" expire and then "unused ETC" expire this way these results show the highest Remaining Import Capability available. PLEASE USE CAUTION!
Note 3 : ISO does not guaranty accuracy of data supplied by each LSE
Note 4 : ETC import capability for loads outside the CAISO Control Area are held by the following entities: LADWP, WASN (WAPA in SMUD control area), PacificCorp, IID, Nevada Power, SRP, APS (outside CAISO Control Area), SMUD, Redding, TID, MID
Note 5 : Upgrades to achieve higher MIC from IID area beyond existing 462 MW depend on the "S-Line" upgrade as well as upgrades within IID system. 
ADLANTOSP_ITC; ADLANTOVICTVL-SP_ITC; MEADELDORD_BG; IPPUTAH_ITC; VICTVL_BG; CFEROA_ITC; CFETIJ_ITC; MEADVEA_BG;  VEA_ITC and SYLMAR_SIM_ITC are either redundant entries or can not be scheduled upon
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