
2015-2016 DG Deliverability Study Results - SDGE Area February 12, 2016
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Substation Name

Transmission 

Level kV EO FC EO FC

ARTESN      69 5.14 5.14 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

ASH         69 4.01 4.01 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

AVOCADO     69 8.01 42.00 42.00 42.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

BERNARDO    69 5.09 5.09 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

BORREGO     69 1.97 6.50 8.47 6.50 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

BOULEVRD    69 5.00 5.00 5.00 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

CORONADO    69 5.00 9.20 9.20 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

CREELMAN    69 6.65 7.5 7.5 15.00 15.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

DIVISION    69 5.00 11.30 11.30 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

EASTGATE    69 2.00 1.60 3.60 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

ESCNDIDO    69 5.20 5.20 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

LILAC       69 3.50 1.50 5.00 6.50 5.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

MELROSE     69 6.07 1.50 2.00 6.07 2.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

MIGUEL      12 25.00 25.00 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

MONSRATE    69 3.34 2.00 3.34 2.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

MURRAY      69 2.00 4.50 4.50 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

OLD TOWN    69 5.00 7.70 5.40 13.10 5.40 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

OTAY        69 2.00 3.20 5.20 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

PALA        69 2.00 2.00 2.00 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

SANTYSBL    69 2.00 1.00 2.00 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

STREAMVW    69 5.50 6.30 6.30 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned
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WARNERS     69 2.00 1.50 2.00 0.00 0.00

Constrained by multiple overloads; PDGD 

= 2015 Unassigned

CAPSTRNO    138 4.69 4.69 4.69 4.69 PDGD = Deliverable - FC

LAGNA NL    138 1.10 1.10 1.10 1.10 PDGD = Deliverable - FC

MARGARTA    138 20.89 20.89 20.89 20.89 PDGD = Deliverable - FC

PICO        138 4.42 4.42 4.42 4.42 PDGD = Deliverable - FC

CHCARITA    138 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

CRSTNTS     69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

DEL MAR     69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

ENCNITAS    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

FENTON      69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

IMPRLBCH    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

LOSCOCHS    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

MIRAMAR     69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

MOROHILL    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

NORTHCTY    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

OMWD        69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

OTAYLAKE    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

R.SNTAFE    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

SANYSDRO    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

SCRIPPS     69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

SUNYSIDE    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

TOREYPNS    69 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT

TRABUCO     138 0.00 0.00 0.00 0.00 No DG in base portfolio or WDAT
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