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 or, if earlier, until such time as the ISO can Dispatch additional
resources to permit the resource to return to its scheduled Set
Point or operating level for the current Settlement Period or such
other level directed by an ISO Dispatch instruction.

ASRP 5.4.3 Availability

Each provider of Non-Spinning Reserve must ensure that its
resources scheduled to provide Non-Spinning Reserve are
available for Dispatch throughout the Settlement Period for which
they have been scheduled.

ASRP 5.5 SC’s Obligation for Operating Reserve

ASRP 5.5.1 Obligation for Spinning and Non-Spinning Reserve

Except for the requirement for Non-Spinning Reserve referred to in
paragraph ASRP 5.5.2, each Scheduling Coordinator’s Operating
Reserve obligation in each Zone shall be pro rata based upon the
same proportion as the product of its percentage obligation based
on metered output and the sum of its metered Demand and firm
exports bears to the total of such products for all Scheduling
Coordinators in the Zone.  The Scheduling Coordinator’s
percentage obligation based on metered output shall be calculated
as the sum of 5% of its Demand (except the Demand covered by
firm purchases from outside the ISO Control Area) met by
Generation from hydroelectric resources plus 7% of its Demand
(except the Demand covered by firm purchases from outside the
ISO Control Area) met by Generation from non-hydroelectric
resources in that Zone.

ASRP 5.5.2 Additional Non-Spinning Reserve Requirements

Additional Non-Spinning Reserve required pursuant to
ASRP 5.2(a) and (b) is the responsibility of the Scheduling
Coordinator implementing such Schedules and is in addition to the
obligation provided in paragraph ASRP 5.5.1.

ASRP 5.6 Standard for Spinning Reserve: Control

Each provider of Spinning Reserve must be capable of receiving a
Dispatch instruction within one minute from the time the ISO
Control Center elects to Dispatch the Spinning Reserve resource
and must ensure that its resource can be at the Dispatched
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ASRP 6.5.2 Procurement Not Limited to ISO Control Area

The ISO will procure Replacement Reserves from Generating
Units connected to and operating within the ISO Control Area and
external imports of System Resources.




