
Sca 100 SCb 120
Effectiveness 0.9 Effectiveness 0.8

Total impact 186
Constraint 96
Violation 90

Reduction on MW
Cut SCa 51.33
Cut SCb 54.75

SCa final 48.67
SCb Final 65.25
Final constraint flow 96


